Technical Notice-5 2012

With reference to IEC 60871-1 clause 4.1 (¢) ambient air temperature category that classifies the
lowest & highest temperature limits for capacitor units, DCRP found that some Capacitor Bank
manufacturers do not supply category +5/D(+55) degrees centigrade units at their banks, this
category is complying with Sultanate of Oman climatic condition mentioned at OES-11.

This temperature category offer better safe operation for the units & with allowable access
temperature of 5 degrees centigrade as per standard, capacitor units then could work up to 60
degrees centigrade temperature.

DCRP advises distribution companies not to accept Capacitor Banks with capacitor units of
below +5/D category & to ask suppliers/manufacturers to conduct/submit thermal stability test of
the same +5/D category with same KVAr rating & voltage for supplied units. DCRP suspect that
capacitor unit’s non compliance to climatic condition requirement is one of the causes on
capacitor unit’s failures.

Therefore Capacitor Bank manufacturers are requested to do needful within one year from
date of this Notice to supply above required temperature category capacitor units & must
be fully type tested as per IEC 60871 in the presence of DCRP officials.

With best Regards

Chairman

Distribution Code Review Panel

cc.

Distribution GMs

DCRP members.
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